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work plan must also be able to dem-
onstrate that both it and its RUS bor-
rower members are in compliance with 
its approved load forecast work plan 
for the next load forecast or update of 
a load forecast. 

§ 1710.207 RUS criteria for approval of 
load forecasts by distribution bor-
rowers not required to maintain an 
approved load forecast on an ongo-
ing basis. 

Load forecasts submitted by distribu-
tion borrowers that are unaffiliated 
with a power supply borrower, or by 
distribution borrowers that are mem-
bers of a power supply borrower that 
has a total utility plant less than $500 
million and that is not itself a member 
of another power supply borrower with 
a total utility plant of $500 million or 
more must satisfy the following min-
imum criteria: 

(a) The borrower considered all 
known relevant factors that influence 
the consumption of electricity and the 
known number of consumers served at 
the time the study was developed; 

(b) The borrower considered and iden-
tified all loads on its system of RE Act 
beneficiaries and non-RE Act bene-
ficiaries; 

(c) The borrower developed an ade-
quate supporting data base and consid-
ered a range of relevant assumptions; 
and 

(d) The borrower provided RUS with 
adequate documentation and assist-
ance to allow for a thorough and inde-
pendent review. 

§ 1710.208 RUS criteria for approval of 
all load forecasts by power supply 
borrowers and by distribution bor-
rowers required to maintain an ap-
proved load forecast on an ongoing 
basis. 

All load forecasts submitted by 
power supply borrowers and by dis-
tribution borrowers required to main-
tain an approved load forecast must 
satisfy the following criteria: 

(a) The borrower objectively analyzed 
all known relevant factors that influ-
ence the consumption of electricity 
and the known number of customers 
served at the time the study was devel-
oped; 

(b) The borrower considered and iden-
tified all loads on its system of RE Act 

beneficiaries and non-RE Act bene-
ficiaries; 

(c) The borrower developed an ade-
quate supporting database and ana-
lyzed a reasonable range of relevant as-
sumptions and alternative futures; 

(d) The borrower adopted methods 
and procedures in general use by the 
electric utility industry to develop its 
load forecast; 

(e) The borrower used valid and 
verifiable analytical techniques and 
models; 

(f) The borrower provided RUS with 
adequate documentation and assist-
ance to allow for a thorough and inde-
pendent review; and 

(g) In the case of a power supply bor-
rower required to maintain an ap-
proved load forecast on an ongoing 
basis, the borrower adequately coordi-
nated the preparation of the load fore-
cast work plan and load forecast with 
its member systems. 

§ 1710.209 Approval requirements for 
load forecast work plans. 

(a) In addition to the approved load 
forecast required under §§ 1710.202 and 
1710.203, any power supply borrower 
with a total utility plant of $500 mil-
lion or more and any distribution bor-
rower with a total utility plant of $500 
million or more must maintain an ap-
proved load forecast work plan. RUS 
borrowers that are members of a power 
supply borrower with a total utility 
plant of $500 million or more must co-
operate in the preparation of and sub-
mittal of the load forecast work plan of 
their power supply borrower. 

(b) An approved load forecast work 
plan establishes the process for the 
preparation and maintenance of a com-
prehensive database for the develop-
ment of the borrower’s load forecast, 
and load forecast updates. The ap-
proved load forecast work plan is in-
tended to develop and maintain a proc-
ess that will result in load forecasts 
that will meet the borrowers’ own 
needs and the requirements of this sub-
part. An approved work plan represents 
a commitment by a power supply bor-
rower and its members, or by a large 
unaffiliated distribution borrower, that 
all parties concerned will prepare their 
load forecasts in a timely manner pur-
suant to the approved load forecast 
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work plan and they will modify the ap-
proved load forecast work plan as need-
ed with RUS approval to address 
changing circumstances or enhance the 
usefulness of the approved load fore-
cast work plan. 

(c) An approved load forecast work 
plan for a power supply borrower and 
its members must cover all member 
systems, including those that are not 
borrowers. However, only members 
that are borrowers, including the 
power supply borrower, are required to 
follow the approved load forecast work 
plan in preparing their respective load 
forecasts. Each borrower is individ-
ually responsible for forecasting all its 
RE Act beneficiary and non-RE Act 
beneficiary loads. 

(d) An approved load forecast work 
plan must outline the coordination and 
preparation requirements for both the 
power supply borrower and its mem-
bers. 

(e) An approved load forecast work 
plan must cover a period of 2 or 3 years 
depending on the applicable compli-
ance filing schedule elected under 
§ 1710.204. 

(f) An approved load forecast work 
plan must describe the borrower’s proc-
ess and methods to be used in pro-
ducing the load forecast and maintain-
ing current load forecasts on an ongo-
ing basis. 

(g) Approved load forecast work plans 
for borrowers with residential demand 
of 50 percent or more of total kWh 
must provide for a residential con-
sumer survey at least every 5 years to 
obtain data on appliance and equip-
ment saturation and electricity de-
mand. Any such borrower that is expe-
riencing or anticipates changes in 
usage patterns shall consider surveys 
on a more frequent schedule. Power 
supply borrowers shall coordinate such 
surveys with their members. Residen-
tial consumer surveys may be based on 
the aggregation of member-based sam-
ples or on a system-wide sample, pro-
vided that the latter provides for rel-
evant regional breakdowns as appro-
priate. 

(h) Approved load forecast work 
plans must provide for RUS review of 
the load forecasts as the load forecast 
is being developed. 

(i) A power supply borrower’s work 
plan must have the concurrence of the 
majority of the members that are bor-
rowers. 

(j) The borrower’s board of directors 
must approve the load forecast work 
plan. 

(k) A borrower may amend its ap-
proved load forecast work plan subject 
to RUS approval. If RUS concludes 
that the existing approved load fore-
cast work plan will not result in a sat-
isfactory load forecast, RUS may re-
quire a new or revised load forecast 
work plan. 

§ 1710.210 Waiver of requirements or 
approval criteria. 

For good cause shown by the bor-
rower, the Administrator may waive 
any of the requirements applicable to 
borrowers in this subpart if the Admin-
istrator determines that waiving the 
requirement will not significantly af-
fect accomplishment of RUS’ objec-
tives and if the requirement imposes a 
substantial burden on the borrower. 
The borrower’s general manager must 
request the waiver in writing. 

§§ 1710.211–1710.249 [Reserved] 

Subpart F—Construction Work 
Plans and Related Studies 

§ 1710.250 General. 

(a) An ongoing, integrated planning 
system is needed by borrowers to deter-
mine their short-term and long-term 
needs for plant additions, improve-
ments, replacements, and retirements. 
The primary components of the system 
consist of long-range engineering 
plans, construction work plans (CWPs), 
CWP amendments, and special engi-
neering and cost studies. Long range 
engineering plans identify plant invest-
ments required over a period of 10 
years or more. CWPs specify and docu-
ment plant requirements for the short- 
term, usually 2 to 3 years, and special 
engineering and cost studies are used 
to support CWPs and to identify and 
document requirements for specific 
items or purposes, such as load man-
agement equipment, System Control 
and Data Acquisition equipment, sec-
tionalizing investments, and additions 
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